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General Notes:

The Community Services wing of the Administration building is approximately 3,500 sq ft.

Exterior and center

hallway walls are constructed of CMU furred out with " furring strips and covered with §" sheetrock. Interior
walls are 2x4 wood studs covered with §* sheetrock. The wing contains a suspended ceiling and carpet floor

covering.

Throughout these bid documents, Contractor (with capitol "C") refers to successful bidder of this IFB whereas

"contractor” refers to "Others” working for Owner.

Legend:
@ Existing Fire Alarm Strobe

Date

otes

evisions/LCommen

No.

[+
'; Nin
= B8
n o
=~ 21
Z 5 338
D]
D = 24a3%®
S xms$
o L2 o852
= o8 2
L0 o o
O = 582
A tlEfo
ll:unn
- lnob'\
S no>%
M . O% &
“-— T 0L
Qf‘ o o3l
g 22
oS i
o
>—1 gl o

ork County
VIRGINIA
Americas Future Since 1781

&Y

Community
Services Building
Upgrade

DRAWN BY DESIGNED BY
DML DML

NS [11/30/2016



AutoCAD SHX Text
The Community Services wing of the Administration building is approximately 3,500 sq ft.  Exterior and center hallway walls are constructed of CMU furred out with  " furring strips and covered with  " sheetrock. Interior 34" furring strips and covered with  " sheetrock. Interior 12" sheetrock. Interior walls are 2x4 wood studs covered with  " sheetrock. The wing contains a suspended ceiling and carpet floor 12" sheetrock. The wing contains a suspended ceiling and carpet floor covering. Throughout these bid documents, Contractor (with capitol "C") refers to successful bidder of this IFB whereas "contractor" refers to "Others" working for Owner.
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General Notes:

1.

Coordinate with Fire Alarm contractor during demo. Smoke detectors and strobes must be bagged and
suspended above ceiling by Contractor during the demo and construction phases.

Remove and dispose of existing floor covering (carpet, padding, etc.)

Remove and dispose of existing HVAC ducts, vents dampers, etc. (Smoke detectors and thermostats,
including wiring to be salvaged by Contractor for installation in new system by Others)

Remove and dispose of existing ceiling system, including original ceiling above suspended ceiling.
Remove and dispose of existing electrical and data wiring (includes lights, receptacles, etc.)
Remove and dispose of existing walls as shown on plan.

Throughout these bid documents, Contractor (with capitol "C”) refers to successful bidder of this IFB
whereas "contractor” refers to "Others” working for Owner.

Construction Notes:

Cl  Remove paneling and repair drywall as necessary.

C2  Remove and dispose of existing cabinets.

C3  Furred out block walls with drywall to remain. Walls to be patched and skim coated as necessary

and made ready for painting.

C4 Remove CMU wall for new 36" doorway. Repair / install drywall to create finished doorway.
Ca— C5  Existing countertop to be removed.

C6 Remove pipe chase/wall. Reconstruct or repair furring and drywall on CMU wall to remain. Repair  subfloor.

Legend:

REEEXXX Demo walls
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General Notes:

1.

2

Install walls, door counters etc. at locations shown on plan.

Walls shall be framed 8'-3" tall with #2 SPF studs or better, 16” OC and covered with 3" sheetrock. Sheetrock

extends up 8'-0".

Walls to be tied into structural member above a minimum of every 5.

Walls in rooms 106, 108 and 109 to be insulated with R—13 insulation.

Construction Notes:

C1
C2

All door openings are 36" wide Unless Noted Otherwise (UNO).

Refrigerator by others.

Fill in existing doorway in CMU wall with studs and drywall each side.

Exiting Storefront with door to remain.

Legend:

Insulated Walls

36 nominal door with lite UNO. (swing as shown)

Existing Windows (typ)
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General Notes:
1. Suspended ceiling height shall be 711" above finished floor.

2. R-38 insulation with vapor barrier shall be installed on top of ceiling tiles.

3. Throughout these bid documents, Contractor (with capitol "C”) refers to successful bidder of this IFB
whereas “contractor” refers to "Others” working for Owner.

Construction Notes:

1. Main HVAC trunk lines will need to be installed prior to ceiling grid installation. Coordinate with Owners
contractor.

2. Once ceiling grid and light fixtures are installed Contractor shall allow time for HVAC, Fire Alarm & Data
contractors to complete work before installing ceiling tiles and insulation.

Legend:

Return Vent

Supply Vent

2x4 Light Fixture
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General Notes:

1.

All electrical work shall be in accordance with National Electric Code and all applicable Building Codes.

2. All circuit breakers are 20A, single pole UNO.
Legend:

= Duplex Receptacle, (above floor UNQ)

» Data Jack, (above floor UNO)
—@ Home Run

BEIectricql Panel (Owner Furnished, Contractor Installed)

Panel Schedule

Electrical Panel Name

Outlets, Rm 102

Outlets, RM 114, 116 & 111 window wall
Outlets, RM 112, & two outletsinRM 111
Outlets, RM 101

Outlets, Rm 103, 105 & hallway outlet outside 105
Outlets, Rm 109 & 4 counter outlets in Rm 110
Outlets, Rm 110, countertop & microwave
Lights, Rm 110, 111 & 112

Lights, Rm 100, 101, 104, 107 & Hallway
Spare 20A

Spare 20A

Spare 20A

Spaces

2
4
6
8

10

Outlets, RM 117 & 118

Outlets, RM 113, 115 & Hallway

Outlets, Rm 111, (Parking Lot Wall)

Outlets, Rm 104, 107 & hallway outlet outside 106
QOutlets, Rm 106 & 108

Outlet, Rm 110, Refrigerator

Undersink Water Heater

Lights, Rm 113, 114, 115, 116,117, 118 & Hallway
Lights, Rm 102, 103, 105, 106, 108 & 109

Spare 20A

Spare 20A

Spare 20A

Spaces
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General Notes:

1.
2.
3.

Provide and install 65 light fixtures per plan.
Provide and install 9 exit lights per plan.

Provide power and dimmer control wiring to lighting circuits in accordance with descriptions of circuits in
Panel Schedule on Sheet E-1.

Power exit lights as needed from lighting circuits.

Switches to be located 49" above finish floor UNO.

Legend:

8p Dimmer Switch
83 3—way Switch
[EXIT] Exit Light
[EXITH» Exit Light Directional

2x4 Light Fixture

Light Fixture, unswitched w/battery back-up
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General Notes:

150 1. Installation of new duct work, dampers, supply vents, etc. by Others. Work is shown for informational purposes only.

2. Each supply line to have operable damper located where supply leaves the trunk line.

3. All duct to be suspended / supported from above such that duct hangs above insulated ceiling.

Construction Notes:

C1. Cut hole in existing CMU wall as needed to install duct work.

Legend:

AN 8" Flex duct w/ R—8 insulation rating.
16/8 Rectangular metal duct (16" wide by 8" deep) with 3 inch FSK insulation (R-8).

175  Volume of supply in CFM.
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General Notes:

1. Instdllation of new duct work, dampers, retum vents, etc. by Others. Work is shown for informational purposes only.
2. Each return line to have operable damper located where return enters the trunk line.

3. All duct to be suspended / supported from above such that duct hangs above insulated ceiling.

Construction Notes:

C1. Cut hole in existing CMU wall as needed to install duct work.

Legend:

AAAAAA- 8" Flex duct w/ R-8 insulation rating.

+HHHHHHHHH- 10” Flex duct w/ R-8 insulation rating.
16/8 Rectangular metal duct (16" wide by 8" deep) with 3 inch FSK insulation (R-8)
175 Volume of return duct in CFM.
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